
 

  DAILY REPORT OF SHUTDOWNS:                       File No. DSR: 07-03-2020.  

    

 

 

  Shift   In charge, 
     HPALDC, Control Centre, 

                                                                                     HPSEBL, Totu, Shimla-11. 

      Copy of the above is forwarded for information to:- 
i)  The Chief Engineer (System Operation), HPSEBL Vidyut Bhawan, Shimla-4. 

ii) The S.E. (PR&ALDC), HPSEBL, Totu, Shimla-11 

1 
 

DATED 

 

                                           07-03-2020 

2 

 
No. of shutdown(s) approved                                                 Nine 

3 Description of shutdown    

1)   Unit- 1 of 3 X 42 MW Larji HEP.  

2)  M/C-II Giri PH. 

3)  Unit- I & II Khauli PH. 

4)  Unit No. II Bhaba Power House. 

5)  Ganvi P/H (2X11.2 MW) 

6)  Unit No. I Bhaba Power House. 

7 ) Bhaba P/H complete shutdown. 

8) 132/33 KV S/Stn Solan 

9) 132 KV Chullah-Hmr Ckt-2 

 

 

4 Period of shutdown     

 

1) 26-02-2020 (09:00 hrs) to 31-03-2020 (24:00 hrs).  

2)  02.12.2019 (09:00 hrs) to 12.01.20 (23:00 hrs.) Extended up to 31.03.2020.  

3)  Unit-I w.e.f. 17.12.19 (00:00 hrs ) to 15.01.20 (17:00) and Unit-II w.e.f. 17.12.19 (00:00 hrs ) 

to 21.12.19 (17:00)  Extended up to 15-03-2020 

4)  W.e.f 01.12.19 to 10.03.20.  

5) W.e.f 14-02-2020 to 13-03-2020 

6) W.e.f 15.02.20 (09:00 hrs) to 10.03.20 (18:00 hrs). 

7) 02-03-2020 (9:00 hrs.) to 12-03-2020 (19:00 hrs.) 

8) W.e.f  9.00 hrs to 17.00 hrs 

9) W.e.f 10.00 hrs to 17.00 hrs 

 

5 Purpose of shutdown. 

 

1)  Annual maintenance. 

2)  Annual maintenance. 

3)  Repair of MIV  of Unit- I, Inspection of reservoir , Replacement of upper & lower Nozzle Tip 

and liner of Unit-I, Mtc. of Gate No. 2 & 3 

4)  Renovation work by GE & D India Ltd. 

5)  Annual maintenance 

6)  Annual maintenance 

7)Desilting of cooling tank and renovation works by M/s GE T&D India. 

8) Periodical Testing 

9)  Overhauling of 132 KV Isolators 

 

`6 
Whether load shedding involved 

or not. 

  

Sr. No. 1,2,4,5,6,7,9-Nil 

No.8 =50MVA 

 

  7 Generation Loss involved or not.   

 

Sr. No. 1,2,4,5, 6, 8 & 9 -Nil. 

    Sr. no. 3=  24 MWH &  Sr. No. 7= 6.4 MU’s 

8 Area   affected NIL 

9 

 

Approval given by 

PC/SE(PR&ALDC)/CE (SO&P)/ 

Director (T)/Director (O)                                                                                                     

Yes 


